Wall Tie

Render Finish

Blockwork

Ventilated Cavity

Breather Membrane

i

o TS vy o I T Y e e R o

PRINTTACD

T S e S D TS s

L Type Stud to Fix —
Adjoining Wall Panel |

A -
AN |

a2al

IR

Ml B e N e o

s

RN S RS

AR AR AN

??’.1..‘., P T AT AT AT - AOB I

L Sheathing Material

E500 Foam Sprayed Between
Studs to Specified Depth. Add
Battens if Depth of Foam is
Greater Than Stud

R

sl

OO

NEW BUILD TIMBER FRAME.
EXTERNAL CORNER.
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